City of Santa Clara
Building Inspection Division

1500 Warburton Avenue
Santa Clara, CA 95050
Phone: (408) 615-2440
Fax: (408) 241-3823
http://www.ci.santa-clara.ca.us

CLOSET FURNACE CLEARANCE

October 15, 2004
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(PER THE UNIFORM MECHANICAL CODE)

CLEAR WORKING
SPACE

PLAN VIEW OF FURNACE ROOM
SHOWING MINIMUM ACCESS, MINIMUM
WORKING CLEARANCE AND MINIMUM
ROOM SIZE.

/3" MIN. CLEAR WORKING SPACE

NOTE: SECTION 315, ITEM 1, EXCEPTION:
REPLACEMENT FORCED-AIR FURNACES

OR AIR-CONDITIONING COOLING COILS MAY
BE INSTALLED IN AN EXISTING CLOSET OR
ALCOVE WITH LESSER WIDTH WHEN
APPROVED BY THE BUILDING OFFICIAL

AND PROVIDED THAT SUCH WIDTH IS IN
COMPLIANCE WITH CONDITIONS

OF LISTING.





